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Purpose of This Guide

This guide assists architects, contractors, and lift professionals to incorporate the
V1504 Vertical Platform Lift into a residential or public building design. The design and
manufacture of the V1504 Vertical Platform Lift meets the requirements of the
following codes and standards:

- ASME A18.1-2003 Section 2 (Public)

- ASME A18.1-2005 Section 2 (Public)
- ASME A18.1-2008 Section 2 (Public)
« ASME A18.1-2011 Section 2 (Public)
« ASME A18.1-2014 Section 2 (Public)
« ASME A18.1-2017 Section 2 (Public)
« ASME A18.1-2003 Section 5 (Private)
- ASME A18.1-2005 Section 5 (Private)
« ASME A18.1-2008 Section 5 (Private)
« ASME A18.1-2011 Section 5 (Private)
« ASME A18.1-2014 Section 5 (Private)
« ASME A18.1-2017 Section 5 (Private)

- ASME A17.1-1996 Section 20 (Public)

« ASME A17.1-1996 Section 21 (Private)

« CAN/CSA B355 S1-02 (Public)

« CAN/CSA-B355-09 (Public)

« CAN/CSA B613-2000 (Private)

We recommend that you contact your local authority having jurisdiction to ensure
that you adhere to all local rules and regulations pertaining to vertical platform lifts.
IMPORTANT: This Planning Guide provides nominal dimensions and specifications
useful for the initial planning of a vertical platform lift project. Dimensions and
specifications are subject to change without notice due to continually evolving code
and product applications.

Before beginning actual construction, please consult Savaria or the authorized Savaria
dealer in your area to ensure you receive your site-specific installation drawings with
the dimensions and specifications for your project.

Visit our website for the most recent V1504 drawings and dimensions.

Py

How to Use This Guide

History

1 Determine your client’s intended use of the lift.

2 Determine the local code requirements.

3 Determine the site installation parameters.

4 Determine the cab type and hoistway size requirements.
5 Plan for electrical requirements.

April 6, 2010 - Initial release

May 16, 2011 - Updated “Travel speed”in Specifications table to 20 ft/min (0.1 m/s)
June 17,2011 - Added 24V battery backup to Options to Specifications table on page 5
July 8, 2013 - Added Noise Level to Specifications table on page 4

July 29, 2013 - Added optional 80" cab wall height to Specifications table on page 4
October 7, 2013 - Added seat capacity to Specifications table on page 4

November 12, 2013 - Revised drawings on pages 12 through 26 to include 42"-wide
platforms

December 5, 2013 - Revised enclosure drawings on pages 20 through 24

February 12,2014 - Added seat dimensions on page 27

March 18, 2014 - Revised motor/drive information in Specifications table on page 5
April 7, 2014 - Revised drawings on pages 20-24

April 29,2014

May 29, 2014 - Added NOTE to page 27 specifying max seat capacity; Changed
motor/drive specification on page 4 from 1 HP to 3 HP

June 9, 2014 - Added Remote Controller/Pump Box dimensions on page 28
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June 25, 2014 - Added door and gate drawings - pages 25 to 36

July 28,2014 - Added DuraSwing operator drawings - pages 37 to 40

September 11, 2014 - Removed section “Additional Branch Circuit” from page 43

November 5, 2014 - Revised Applicable Codes on page 3

January 20, 2015 - Added new 2014 code in section above

February 17,2015 - Revised drawings on pages 13 to 19

September 24, 2015 - Added Daily Cycle to specifications table on page 4

March 1, 2016 - Revised Motor/drive specification in table on page 4

June 3, 2016 - Added spec for Additional Branch Circuit on page 43

July 14,2016 - Added new Prodoor drawing on page 33

August 8, 2016 - Revised voltage in Standard Features on Specifications table on page 4
February 9, 2017 - Added spec for distance between landings to specs table on page 4
February 16,2017 - Added spec for temperature to specs table on page 4

April 4, 2017 - Added information for Branch Circuit for Hoistway Pit Lighting and Receptacles to Provisions
By Other, Electrical Requirements on page 44

May 29, 2017 - Added NOTE re: centerline to Figure 15 on page 17 and Figure 17 on page 19
August 22, 2017 - Added note re: bracket screws to Site Construction Details on page 6
March 27,2018 - Revised speed spec on page 4 to say Nominal Speed

September 27,2018 - Added ASME 18.1-2017 to code list on page 3

February 19, 2019 - Revised Site Construction Details and added a NOTE on page 7
February 28, 2020 - Revised 24V battery backup spec on page 6

February 29, 2020 - Added Savaria Link option to specs table on page 6 and provisions by others on page 46
May 6, 2020 - Added Load Calculations on pages 12 and 13

September 1, 2020 - Revised options in specs table on page 6
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Specifications
V1504 Specifications

Specification

Specification Data

Load capacity

750 Ib (340 kg)

Seat capacity

3301b (150 kg)

Maximum travel

23 ft (7 m)

Nominal speed

20 ft/min (0.1 m/s)

Temperature

Indoor: +5 °F to +122 °F (-15 °C to +50 °C)
Outdoor: -20 °F to +122 °F (-29 °C to +50 °C)

Noise level (for typical installation)

72.9 dBA (up direction); 50.0 dBA (down direction)
Measured at a height of 1m, distance of 1m, in front of the motor with all panels on

Daily cycle

Normal: 30

Heavy: 75

Excessive: 100

Maximum starts in 1 hour on standard installation: 12

NOTE: Please consult your Sales Representative if there a chance you may exceed these
amounts.

Levels serviced

2 (standard), 3,4

Cab sizes

36" x48" (914 mm x 1219 mm)
36" x 54" (914 mm x 1371 mm)
36" x 60" (914 mm x 1524 mm)
42" x 48" (1067 mm x 1219 mm)
42" x 54" (1067 mm x 1371 mm)
42" x 60" (1067 mm x 1524 mm)

—_— o~ o~ —~

Cab walls (height)

Standard 42-1/8" (1070 mm)
Optional 80" (2031 mm)

Cab access

Enter/exit same side (platform Type 1L and 1R)
Front/rear access (platform Type 2)
90 degree access (platform Type 3 and 4)

Power supply

120 VAC, 20 A, 60 Hz, single phase

Motor/drive

2:1 chain hydraulic, 3 Hp, gear-type motor (24 VDQ)

Control system

Electronic-free relay logic controller

Distance between 2 landings

7" (178 mm) minimum

Tower

Modular 8 ft (2.4 m) base guide rail assembly
Roller guide support

Pit depth requirement

3" (76.2 mm)

Finish

Beige electrostatic powder coat paint on all steel surfaces and vacuumed formed
plastics

Standard features

24 VDC operation

Call/send stations at landings
Continuous-pressure type buttons
Operating control buttons on platform
Automatic battery recharging system (115 VAC)
Remote manual lowering device
Low-voltage controls

Limit switches

Handrail

Non-skid platform surface

No machine room required
Emergency stop button

Part No. 000690, 01-m09-2020
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V1504 Specifications

Specification

Specification Data

Safety features

Platform gate

Safety underpan

Door locks

Safety brake

Emergency stop buttons

Manual lowering and battery lowering system

Options

Platform gate with metal insert and electric strike
Top landing gate

Upper/lower landing door 80” (2032 mm)
Fire-rated, flush-mounted landing entrances
Folding seat on platform

Telephone on platform

Custom color

Fixed access ramp

Public building package

Outdoor package

Automatic safety ramp on platform (for outdoor model)
24V battery backup (minimum 5 trips, up and down)

Remote controller/pump box

Savaria Link remote monitoring

Wooden door

Doors or gate with glass or acrylic inserts

V1504 Planning Guide

Part No. 000690, 01-m09-2020



Site Construction Details
The V1504 needs a wall that supports a minimum of 472 lb (2100 N) of pull out force at each bolt
of the bracket (two bolts per bracket). Note that the brackets come with the proper hardware to
secure them in place (1/2"x 3"lag screws for wood/drywall or 1/2"x 4-1/4" anchor wedge screws
for concrete walls). The floor must be capable of supporting a load of 3200 Ib (14.2 kN). See Figure
1. A wall with a combination of two columns of three 2x4's, or a concrete or brick wall is required.

Figure 2 details a sample wooden support wall configuration

Figure 1: Wall/Floor Loading

NOTE: For R2, 472 |b is at each bolt of the bracket

(two bolts per bracket). Note that 472 Ib is the Dead
Load plus the Live Load at Allowable Stress Design
levels. The Structural Engineer of Record must calculate
the site-specific Seismic Load and Wind Load.

2

R1: 260 Ib (1157 N}
R2 472 b (2100 M)
| R3: 3200 b (14234 N)
32

Figure 2: Sample Wooden Support Wall Configuration

. 2x6
ﬁm (610 mm) CICW x4 %24"[6101111‘“} C/C ; x4

Finished runway width

Finished runway length (see plan drawings)

(see plan drawings)

24in (610 mm)

’ c/c A.rnchoring — Hoistway must be plumb and

square, and based on dimensions

Leave this section free of Sictnlinlplaniciings

studs for door installation ~ Lighting
and adjustments —___
T—— - Studs (2x4)
Disconnect (outside the
hoistway, not accessible D
: i - Drywall
to general public) |

_ Waterproof pit must be provided
“ and conform to local requirements.

Sl e T, Water drain may be needed.

_~ Concrete pit floor

Electrical equipment and wiring
(light, electrical outlet, phone line,
etc. - refer to power requirements)

Emergency manual =

lowering device
(outside hoistway pit)

Leave a 3 in (76 mm) pit

for platform clearance

capable of supporting
aload of 3200 Ib (14234 N)
(R3)
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Figure 3 illustrates the recommended steps for constructing a wooden hoistway.

Figure 3: Wooden Hoistway Construction - Recommended Steps

Step 1 Step 2 Step 3
Pit (by others) Studs (by others) Electrical wiring
and equipment (by others)

Step 4 Step 5 Step 6
Drywall (by others) Door positioning Door drywall (by others)
(by Savaria Concord installer)

Completed hoistway

V1504 Planning Guide Part No. 000690, 01-m09-2020



Figure 4 illustrates a sample concrete/steel structure configuration.
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Figure 5 illustrates a sample outdoor enclosure application.

Figure 5: Sample Outdoor Enclosure Application

Plexiglas dome and ventilation system are
recommended for outdoor applications

{

A

A\

Landing door (2nd level)

Landing

/!

A

Aluminum frame
Landing door
(ground level)

Plexiglas inserts

Lift at ground level
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Figure 6 illustrates the site construction details for a typical outdoor application.

Figure 6: Sample Unenclosed Outdoor Application

Top landing gate
42in (1067 mm) high

Platform gate (optional
for residential use)

Automatic access ramp

Disconnect and
electrical outlet

Call/send station

Fascia panel (must be installed
to eliminate pinch points)

1.5in (38.1 mm) insulation (optional)

6in (152.4 mm) thic
reinforced concrete slab
4531 PSI (30 MPa)

(see slab detail)

— 15in (381 mm) compaction rock

Figure 7 illustrates the concrete slab detail for a typical outdoor application.

Figure 7: Concrete Slab Detail

52in (1524 mm)
Minimum

72in (1829 mm
Minimum

s
052
2

225in (572 mm) | == Reinforced concrete

'|f 15in (381 mm)

! & Insulation (optional)
L 12; 2in (50 mm) Compaction rock
" ._j__ n (30
— Smm) Cr= |

C— s | 1/2in (13 mm) diameter
““l / reinforcement steel rods

~

8
in (203 mm) \L |
T
#
6in (152 mm) 4 12in (305 mm) C/C
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Load Calculations (V-1504)

SAVARIA V1504
Vertical Platform Lift Anchoring Loads (worst case scenario)
42x60" Platform, Hydraulic Drive, Hoistway Application For Bracket Spacing of 36" No_Safety Factor
Support MAX Wall .
. MAX MAX Car MAX Height every Support Loads per . Pit Load Estimated
Lift Model | Tower . X " . . if no support
(inches) | Weight - Weight | Capacity | 36" after pfase mounting points (double the legs Impact Load
T (Ibs) CAR (Ibs) | CAP (Ibs) | Last position values = per bracket) P (Ibs) R3 (lbs)
H in inches R2 (Ibs)
48 500 500 750 92 472 1750 3200
60 550 500 750 102 472 1800 3200
72 625 500 750 124 472 1875 3200
96 725 500 750 138 472 1975 3200
108 800 500 750 160 472 2050 3200
120 875 500 750 172 472 2125 3200
144 1000 500 750 196 472 2250 3200
168 1025 500 750 218 472 2275 3200
192 1250 500 750 242 472 2500 3200
216 1350 500 750 266 472 2600 3200
240 1475 500 750 290 472 2725 3200
264 1575 500 750 312 472 2825 3200
276 1625 500 750 326 472 2875 3200
N.B.

Calculations do not include forces due to wind, seismic loading, any environmental loading and forces due to acceleration.
Calculations are assuming that the load is supported only by the 2 brackets surrounding the lift (worst case scenario).

A minimum Safety Factor of 4 is recommended; check local code requirements or the building special requirements.

The average standard cab weight is 350 Ibs; the values vary accordingly.

If the building doesn't allow bracket mounting spacing of 36", R2 needs to be increased accordingly.
The Impact Load is not "necessary" if the lift is installed properly and maintained according to the manufacturer's recommendation
If the unit is ordered with base legs, the Pit Load related to cab weight and capacity will be spread on the footprint.

Vertical Platform Lift Anchoring Loads (worst case scenario)
42x60" Platform, Hydraulic Drive, Enclosure Application For Bracket Spacing of 36" No Safety Factor
Support MAX Wall .
. MAX MAX MAX Car MAX Height every Support Loads per . Pit Load Estimated
Lift Model | Tower [Enclosure ) . " - ] if no support
) . . Weight | Capacity 36" after base |mounting points (double the Impact Load
(inches) | Weight | Weight " _ legs
T (Ibs) T (Ibs) CAR (Ibs) | CAP (Ibs) | Last position values = per bracket) P (Ibs) R3 (lbs)
H in inches R2 (Ibs)
48 500 625 500 750 92 472 2375 3200
60 550 675 500 750 102 472 2475 3200
72 625 725 500 750 124 472 2600 3200
96 725 825 500 750 138 472 2800 3200
108 800 875 500 750 160 472 2925 3200
120 875 925 500 750 172 472 3050 3200
144 1000 1025 500 750 196 472 3275 3200
168 1025 1125 500 750 218 472 3400 3200
192 1250 1225 500 750 242 472 3725 3200
216 1350 1325 500 750 266 472 3925 3200
240 1475 1425 500 750 290 472 4150 3200
264 1575 1525 500 750 312 472 4350 3200
276 1625 1625 500 750 326 472 4500 3200
j
i , C#R + Cep
ERE
35
H
R3
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Load Calculations (V-1504 Prestige)

SAVARIA V1504 Prestige
Vertical Platform Lift Anchoring Loads (worst case scenario)
42x60" Platform, Hydraulic Drive, Enclosure Application For Bracket Spacing of 36" No Safety Factor
Support MAX Wall .
. MAX Prestige | MAX Car MAX Height every Support Loads per . Pit Load Estimated
Lift Model | Tower . . . " . A if no support
(inches) | Weight Weight Weight | Capacity | 36" after pgse mounting p_omts (double the legs Impact Load
T (Ibs) T (Ibs) |[CAR (Ibs)| CAP (Ibs)| Last position values = per bracket) P (Ibs) R3 (Ibs)
H in inches R2 (Ibs)
48 500 1875 500 750 92 472 3625 3200
60 550 2025 500 750 102 472 3825 3200
72 625 2175 500 750 124 472 4050 3200
96 725 2475 500 750 138 472 4450 3200
108 800 2625 500 750 160 472 4675 3200
120 875 2775 500 750 172 472 4900 3200
144 1000 3075 500 750 196 472 5325 3200
168 1025 3375 500 750 218 472 5650 3200
192 1250 3675 500 750 242 472 6175 3200
216 1350 3975 500 750 266 472 6575 3200
240 1475 4275 500 750 290 472 7000 3200
264 1575 4575 500 750 312 472 7400 3200
276 1625 4875 500 750 326 472 7750 3200

N.B.

Calculations do not include forces due to wind, seismic loading, any environmental loading and forces due to acceleration.
Calculations are assuming that the load is supported only by the 2 brackets surrounding the lift (worst case scenario).

A minimum Safety Factor of 4 is recommended; check local code requirements or building special requirements.

The average standard cab weight is 350 Ibs; the values vary accordingly.

If the building doesn't allow bracket mounting spacing of 36", R2 needs to be increased accordingly.

The Impact Load is not "necessary" if the lift is installed properly and maintained according to the manufacturer's recommendations
If the unit is ordered with base legs, the Pit Load related to cab weight and capacity will be spread on the footprint.

.

R2 | GAR + CaP

B
gk

cH

H
R3
P
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Cab Types

Type 1 Cabs
For type 1 cabs, entry and exit are available from only one end of the platform.

Figure 8: Type 1 Left and Right

Type 1L Type 1R
platform platform

Tower

Tower
J/ n
i

A A

v v
Entrance Entrance n---

and Exit and Exit E

Type 2 Cabs
For type 2 cabs, entry and exit are available from both ends of the platform.

Figure 9: Type 2

Exit (Top) Exit (Top)
A A
|| TypeaL Type 2R |3 ﬁ !
platform platform !
A A l
Entrance Entrance .
(Bottom) (Bottom) ‘/:,2

Type 3 and 4 Cabs
For type 3 and 4 cabs, entry and exit are available from one end and one side of the platform.

Figure 10: Type 3 and 4

Exit Exit
< —
Type 3 5 5 Type 4 E\-
platform E E platform

t :

1

]

| !

Entrance Entrance !

t m---'
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Drawings

« Elevation and plan view, hoistway application (Type 1L)

+ Elevation and plan view, hoistway application (Type 1R)

« Elevation and plan view, hoistway application (Type 2)

« Elevation and plan view, hoistway application (Type 3)

« Elevation and plan view, hoistway application (Type 3, 45" opening)
« Elevation and plan view, hoistway application (Type 4)

« Elevation and plan view, hoistway application (Type 4, 45" opening)

« Elevation and plan view, enclosure application (Type 1L)

« Elevation and plan view, enclosure application (Type 1R)

+ Elevation and plan view, enclosure application (Type 2)

+ Elevation and plan view, enclosure application (Type 3, 45" opening)
+ Elevation and plan view, enclosure application (Type 4, 45" opening)

« Auto door, left-hand

+ Auto door, right-hand

- Manual door, left-hand
» Manual door, right-hand

+ Prodoor auto, left-hand

+ Prodoor auto, right-hand

+ Prodoor manual, left-hand

+ Prodoor manual, right-hand
+ Prodoor installation (drywall)

+ Auto half gate, left-hand

+ Auto half gate, right-hand

« Manual half gate, left-hand

+ Manual half gate, right-hand

« DuraSwing on half gate, right-hand

« DuraSwing on half gate, right-hand, 45” opening
« DuraSwing on half gate, left-hand

« DuraSwing on half gate, left-hand, 45" opening

» Seat dimensions
« Remote controller/pump box dimensions

Note: Refer to the Architects & Builders portion of our main website (www.savaria.com) for

other door/gate sizes.

Part No. 000690, 01-m09-2020
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Figure 13
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Figure 14
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Figure 15
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Figure 16

T3AVYL HLIM A¥YA SNOISNIWIQ ‘LId € HLIM 37GYL 3TdWYX3%

vie €€ 458 gL/6 0¢ 4 944 oL/S S9 8591 </L 8BS LISL 09 st v 2901 881 Zve 2698 4 4 £ wahN_._ ool
PiE EE /S8 9Li6e /¢ 7 00/ 9L/S 8BS 2051 2/l 8BS LLSL 1) clEL (44 /2901 881 2EE ere L £ Avaw 9049
v/ EE 168 91/6 vT W 29 oL/S €5 pSEL 2/l 6S LISl ap 6Lzl 22 2901 981 80C | 9zl L [ (.0¥z) 9609
L4 oL/S S9 6591 Z/L €S 65EL Q09 418 oc L6
W“M NM WMM M“M MM 7 004 oL/S 66 2051 </l €S BSEL s Z2lel o€ vie 881982 6924 € (.912) 9avs
/€ DE 182 SL/6_ve | [z 9L/S €S VSEL 2/l €5 65EL Fra 6lZ) 9€ L6 B8l 292 0999 L F4 (.Z61) Li8%
sayoau| wi sayou| 7 wiu sayoau| wiw sayau| wau sayou| wi sayou| [TTTT] 8L BE 0509 1 z T.8a1) Logv
(HOO0Qd ..9¢ 40 ASYD NI} ANIT AILNID HIMOL | HLONIT AVANNYE G3IHSINIL | HLAIM AVANNY GIHSINIES HLON3T HLiawm -
3N ¥IUNED MOOa o) a v avO JAISNI ¥vI1D | v IAISNI ¥vIT10 881207 | 9E1S _ z {.pv1) 839¢
a BBLBLL | 925 I I ! (.0ZV) Bv0E
BELBOL ZLEV ! L (.801) £pL2
NOISNIWId AVMLSIOH -2 319Vl wrer o : ; : T
BELOEL L0EE I L L (.Z24) 6ZBL
JE— BELOZL £508 L L (,09) ¥251
g8L80L j:17k4 L b 1.8%) 6121
salyau| i (0L ¥sZ | (.22) 655 L.ov) saLl| Lo 8Lt | (#6) 8BE2
dv'D BB ¥ YU (sayouy) ww (sayau) ww
[LV/E 221 WW8/G wbiay 1sew B9 voisuayxg |anE] xEW
\ ¥ HOIGH LISYIW -1 3799vL
/ JONVHINT 000 13
/ h SRy
| _
T D B T i
— T ONIONYT
JONYAYITD ! \ .
Lo , (HLOIA 11d>
. HLOIM AYMNNY T3HSINIA
HLOIM g¥2 ¢
| JQISNI, 393D JONVYINT g
, T z
HLON3T gv0 b g
JAISNI 393TJ S
| A
F— e Iy i n
1 zZ
__ [ [ (3NIT ¥3INID ¥000 H h
. W 2
L1 _ 6L —{,b/€ 0€] WWI8/—~ _ 4 B
0] 0] m
L¢,p27 wugro]
JONYAY3 T J3IMOL JONYAYITI0 @ NI
ONINNNY - ) —— ONINNNY < <
[,E€] WW9/ [,91/6] uWwpl a &
< ks =
17 (NI ¥FUINID [ F F 182 £
2 88 &4
B2
(HLON3T LI 4 R
——H19NIT AVMNNY TIHSINI4—— ISVA 30 oL 8-
g
—3dAL MJIAN dO0L It
7z 77 2|

V1504 Planning Guide

Part No. 000690, 01-m09-2020



22

ing)

(Type 4, 45" openi

ion

icat

Elevation and plan view, hoistway appl

Figure 17
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Figure 18
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Figure 19
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(Type 2)
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Elevation and plan view, enclosure appli

Figure 20
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Elevation and plan view, enclosure appli

Figure 21
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Elevation and plan view, enclosure appli

Figure 22
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Auto door, left-hand

Figure 23
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Manual door, left-hand

Figure 25
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Manual door, right-hand

Figure 26

TS0 D3NN 40 .. m%{

Jraereaial |

Ssaaagy

d000 5 TWONG ONGH LHOT 06

E & B AA/TQ/ NN
LY NOISIATY LO3rOad

M/00/WW
3150 23W01S0D

ON uBliDA

ON 3uog

[

‘J [Ww 9/7 .,€
!

[wWw 9/3 ,€

NOILOJ3S TIVINOZISOH

[WW /9011 w2y ———————™

ﬁjf‘

[Wuw Sy1 ,G/21

igg 9.1 .,E

||

HLOIMN 3ONYALING

Wy 7161 ,9€

e [Ww g/01] Jeee ————————————————=

[WWw 9/7 & 71

7

[Ww Sv] ,GL'T

HLAIMA 3ONVSLIN3
[WW $161 ,9€

7

ONIMS ONVH LHDIY

150¢ W) L ] (1504 3NN

YN WADILYTA 1417

1Id NO A3d3S +17IS TT3NNYHO j

(I3dINY3A SV WIHS)
SM3A3S HA € X B8# (X8)

INIWHIVLLY TIvA

‘I30IAOdd ST ¥3SO0710 4000 'd00CTYNNYW —

“IYNOLLAD
349 00SHA A0 WD SV HINS SXIO7T LN3¥3A4IT -

“IYNOLLAD 3d9 STIVIN3LYW 1¥3SNI T3Nvd IN3¥344I0 -

NOTLY Y LS|
SIN3NOGWOD 7119 ¥04 d3ddvl
NvIE 3Wvdd ONY 3000 H
v SY q3I1ddNs 3¢ 1I9HS 30

¥04 A0vV3y ‘T3719130

37718T'03030NI3Y
3HSINIS

7 HOY3 -

I

'SNOILVWSOANT TTV43N3D

NOIL33S IVWIOILd3IA

NN

[ww 97 ,62'0 11IS

G v

4va

s

[WW 6]
#FED

JINVHY3TO

ONINNNA

‘"3ONYHD OL 1D3rdnsS ST NOILYWAD.
3INTIHIS FONVHINI

aw Q
Ny

'LO3Y SV (SYIMLO A

'S3LON

d04 ONIMVHT NOLLYTIYLSNI 3HL 40 L33HSYIYT 338
NID¥Vd 30 TTYMANT v

N 31N \\

/SLT

o
MILA ITTS MITA INOM4 -
(ONIN3JD $v31D [W4/88) ,GL'EE) >
TS ITONY TS TINNYHD [vig] ,9¢ ——= H
FI -M N N N
O ® (IYNDILJOY
H07 WO
& & 00G3M 5 t
[e0)
[a]
- =
SN
a
0| m S o
of| |U —
el
S —
CINOTLdD) g
YD TI9H ] I
A CO ©
=k
oo
=k
i ] 275 f
m o
= o
= ~
j H
0] ol e ey - 1] g P 7 T J——
g1 AR 7 \\ 7

~—ONINIdU HONOY (811,77 —=|

Part No. 000690, 01-m09-2020

V1504 Planning Guide



32

Prodoor auto, left-hand

Figure 27
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Prodoor auto, right-hand

Figure 28
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Prodoor manual, left-hand

Figure 29
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Figure 31: Prodoor installation (drywall)

PRO-DOOR
ANCHOR TUBE

5/8" DRYWALL

1/2" DRYWALL (GOES UNDER SILL

ANGLE AND FLUSH WITH FRAME) 5/8"DRYWALL

NOTE: USE EITHER A J-CHANNEL OR
L-SHAPED CORNER BEAD ON EDGE
OF DRYWALL FOR REINFORCEMENT.
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Auto half gate, left-hand

Figure 32
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Auto half gate, right-hand

Figure 33
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Manual half gate, left-hand

Figure 34
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Manual half gate, right-hand

Figure 35
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DuraSwing on half gate, right-hand

Figure 36
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ing

DuraSwing on half gate, right-hand, 45” open

Figure 37
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DuraSwing on half gate, left-hand

Figure 38
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ing

DuraSwing on half gate, left-hand, 45” openi

Figure 39
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Figure 40: Seat dimensions
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NOTE: Maximum seat capacity is 330 lbs (150 kqg)
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Figure 41: Remote controller/pump box dimensions
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PROVISIONS BY OTHERS

GENERAL REQUIREMENTS

Hoistway

The hoistway must be designed and built in accordance with the “safety standard for platform lifts and stairway
chairlifts” or the “safety code for elevators and escalators” and all state and local codes.

Plumb Runway
Due to close running clearances, the owner/agent must ensure that the hoistway and the pit (where provided) are
level, plumb and square and are in accordance with the dimensions on the installation drawings.

Minimum Overhead Clearance
The owner/agent must ensure the minimum overhead clearance is in compliance with codes.

Construction Site

The owner/agent is required to provide all masonry, carpentry and drywall work as required and shall patch and
make good (including finish painting) all areas where walls/floors may need to be cut, drilled or altered in any way
to permit the proper installation of the lift.

Dimensions
The contractor/customer is required to verify all dimensions and report any discrepancies to our office immediately.

STRUCTURAL REQUIREMENTS

Floor/Support Wall Loads

The structural engineer is to ensure that the building and shaft will safely support all loads imposed by the lift
equipment. Refer to the installation drawings for the loads imposed by the equipment.

Mast to be Securely Fastened
Where required, the mast must be securely fastened to the structural support wall. Refer to the installation drawings
for the loads imposed by the equipment.

Where Doors are Required
Suitable lintels must be provided by the owner/agent. Door frames are not designed to support overhead wall loads.

ELECTRICAL REQUIREMENTS

General

Electrical equipment and wiring must comply with Section 38 of CSA C22.1 (Canada) or Section 620 of NEC ANSI
NFPA 70 (USA).

Power Supply

A 120 VAC, 20A, 60 Hz, single-phase circuit through a fused disconnect with an auxiliary contact on the main power
supply is required.

Lighting

Lighting of 100 lux minimum is required at platforms and landings. Lighting with a switch and electrical GFCl outlet
is required in the hoistway pit.

Additional Branch Circuit
Branch circuit with disconnect for door operators, if equipped (120VAC, 15A, 60HZ, 1PH). Branch circuit with
disconnect for ventilation system, if equipped (120VAC, 15A, 60HZ, 1PH).

Branch Circuit for Hoistway Pit Lighting and Receptacles (Canada Only)
a) A separate branch circuit shall supply the hoistway pit lighting and receptacles.

b) Required lighting shall not be connected to the load side terminals of a ground fault circuit interrupter
receptacle(s).

¢) A lighting switch shall be provided and shall be located so as to be readily accessible from the pit access door.

d) At least one 125V, single-phase, duplex receptacle connected to a 15A branch circuit shall be provided in the
hoistway pit.
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ENTRANCE REQUIREMENTS

Upper Landing Gates

Where required, smooth solid barriers are to be supplied and installed on both sides of the entrance at the upper
level and must be a minimum of 42” (1067 mm) high. The entrance assembly must be in place prior to this provision.

Fascia Panel Below Upper Level Entrance

Where required, fascia panel must be fastened to a solid wall and be perpendicular to the floor and walls. Hoistway
fascia is not self-supporting for long, continuous runs void of entrances. Adequate support for the fascia must be
provided.

Entrance Assemblies

Entrance assemblies must be adjusted to align with the platform and interlock equipment. Others must allow an
adequate opening.

Return Walls

Return walls at the entrances must be built-in by others after the entrance assemblies are in place. The entrance
assembly must be securely fastened to the walls by the contractor.

SAVARIA LINK OPTION

If you have the Savaria Link Ethernet remote monitoring option, ensure that you have an Ethernet connection with
Internet capability in the vicinity of the unit’s controller.

If you have the Savaria Link Wireless remote monitoring option, ensure that you have a wireless signal with Internet
capability in the vicinity of the unit’s controller.
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